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This paper presents possibilities of implementation of advanced combustion control concepts in selected
Western Balkan thermal power plant, and particularly those based on artiﬁcial intelligence as part of
primary measures for nitrogen oxide reduction in order to optimise combustion and to increase plant
efﬁciency. Both considered goals comply with environmental quality standards prescribed in large
combustion plant directive. Due to speciﬁc characterisation of Western Balkan power sector these goals
should be reached by low cost and easily implementable solution. Advanced self-learning controller has
been developed and the effects of advanced control concept on combustion process have been analysed
using artiﬁcial neural-network based parameter prediction model.
 2013 Elsevier Ltd. All rights reserved.1. Introduction
Emission mitigation and thermal power plant (TPP) efﬁciency
improvement are particularly important projects in terms of
reducing climate changes [1]. The necessity for such projects is
formulated in the Kyoto Protocol and EU directives. Environmental
related issues are specially emphasised for West Balkan region
where most of power is generated by coal ﬁred thermal power
plants. Power sector in Western Balkan region is characterised by
low thermal power plant efﬁciency, high NOx, SOx and CO2 emis-
sions and low quality of coal that is used for power generation.
Limited investment potential impose the need for easily imple-
mentable, low cost solutions that encounters emissions related is-
sues and raises thermal power plant efﬁciency. Usage of advanced
control technology in power generation represents potential for
improvement in the terms of processes optimisation, emissions
reduction and efﬁciency improvement. Their impact depends on
technical characteristics and status of existing instrumentation and
control systems as well as on design characteristics and actual
conditions of installed plant components.Mikulandric), dloncar@fsb.hr
All rights reserved.During combustion process in thermal power plant nitrogen
oxides (NOx) are formatted due to nitrogen bounded in fuel (fuel
NOx), high-temperature combustion and residence time of nitrogen
molecules at high temperatures (thermal NOx) and reaction of at-
mospheric nitrogen during combustion (prompt NOx). One solution
for emission mitigation problem is implementation of secondary
measures technology in existing thermal power plants (selective
catalytic reduction, selective non-catalytic reduction etc.) [2].
Another solution is getting primary measures closer to the power
plant processes limits using advanced techniques regarding power,
temperature and combustion control as one of combustion treat-
ments. These measures optimise fuel and air distribution to sup-
press NOx formation and they can be very useful and cost effective
[3]. Combustion control technology is one of themost cost-effective
measures in NOx emissions reduction [4]. Although effective in
terms of emission reduction, these measures could reduce thermal
power plan efﬁciency due to increase of auxiliary power con-
sumption. Design and simulation of combustion models by means
of mathematical, physical and chemical analysis often require
extensive computational resources which is usually impractical for
on-line control [5].
Artiﬁcial intelligence systems (AIS) are widely accepted as a
technology offering an alternative way to tackle complex problems.
Their general goal is to devise models that are analogous to human-
R. Mikulandric et al. / Energy 57 (2013) 55e6556brain-like models or biologically inspired networks. They can learn
from examples, they are fault tolerant (limited by complexity of
analysed system) in the sense that they are able to handle noisy and
incomplete data, they are able to deal with non-linear problems,
and once trained, they can perform prediction and generalization at
high speed. They have been used in diverse applications in control
[6], robotics [7], pattern recognition [8], prediction [9e13], medi-
cine [14,15], power systems, monitoring [16,17], manufacturing
[18], optimization [19,20], signal processing [21], and social/psy-
chological sciences [22]. Advanced control technologies for
improving system operability and environment maintainability
based on artiﬁcial-intelligence (AI) seems to be promising approach
for modelling [23,24] and controlling large and nonlinear power
generation processes. They are particularly useful in system
modelling such as in implementing complex mappings [25] and
system identiﬁcation [26].
Artiﬁcial neural networks (ANN) and neuro-fuzzy models are
currently the most researched approaches to NOx emission
modelling [27]. They have proved their effectiveness on emissions
prediction and control [28]. Artiﬁcial neural networks can achieve
good NOx emission prediction effects under various operating
conditions [29]. For coal combustion modelling, support vector
regression approach [30] and generic algorithm approach [30] are
used, where unknown parameters act as random variables with a
known prior probability distribution. The process identiﬁcation
starts with process observation (measured data). Using measured
data (thermal power plant database), artiﬁcial neural network
combustion models can be created. ANN models are more useful
than physical models as these can be trained occasionally with
latest data, taking care of the degradation of the plant [31]. An
artiﬁcial neural network visual model of the circulating ﬂuidised
bed process and emissions can be also efﬁcient in coal combustion
modelling.
In the recent time, Evolutional Algorithms (EAs) are used as
optimisation techniques which simulate biological systems for
optimisation problems. Such algorithms have been developed toFig. 1. Potential places for Artiﬁcial Intelligence Systems insolve large-scale optimisation problems, for which traditional
mathematical techniques may fail. The typical EAs include genetic
algorithm (GA), particle swarm optimization (PSO) and ant colony
systems (ACO). The ant colony optimization algorithm draws its
inspiration from the behaviour of real ants as they move from their
nest towards a food source, while PSO is inspired by social behav-
iour of bird ﬂocking. Among these optimizationmethods, only GA is
used by few studies to optimize operational conditions of the boiler
for NOx emissions abatement and for efﬁciency maximisation
[32,33] while optimization technology based on ACO and PSO [34]
systems arewidely used in many science and engineering ﬁelds [5].
2. Artiﬁcial intelligence control systems
If the standard controller is replaced with neural networks or
fuzzy inference systems, then the system is called neural network
or fuzzy control system. Neuro-fuzzy control refers to the design
methods for fuzzy logic controllers that employ neural network
techniques which have properties such as learning ability, parallel
operation, structured knowledge representation and better inte-
gration with other control design methods.
Combustion control in TPP is mostly conducted through fuel and
air ﬂow control. Conventional air ﬂow control in coal TPPs burners
consist of cascade of PI controllers, described in Ref. [35]. Values of
total, secondary and tertiary air ﬂows in air ﬂow control are often in
non-optimal range due to linear approximation of required air
ﬂows regarding input parameters. Additional/correction co-
efﬁcients could be implemented into conventional air ﬂow control
in order to give more realistic input signals and to improve overall
process control. Potential locations of providing correction co-
efﬁcients based on AIS technology into conventional TPP air ﬂow
control are shown in Fig. 1.
ANN’s are widely used tool in area of Power System Control
(PSC). They have been used and tested in economic load dispatch,
loss reduction, frequency control, load forecasting, power system
analysis, fault detection and diagnosis and security assessment andtroduction to conventional TPP air ﬂow control [35].
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ANNs have been used to solve fuel constrained economic emission
load dispatch problems of thermal generating units [36] and to plan
the optimal dispatch of each generating unit [37]. For frequency
control, ANN is used to improve power system dynamic perfor-
mance over a wide range of operating conditions [38]. ANN system
have been extensively used for load forecasting [39], energy de-
mand forecasting [10], long-term energy consumption prediction
[11] etc. In fault detection and diagnostic technology, ANN can be
created as an online system for condition monitoring and diagnosis
of a combined heat and power plant [13] or they can be used for
transient stability analysis and preventive control of electric power
systems [40,41].
As stated in Ref. [42], ANN are still facing some problems such as
database size and partitioning. Data that is used for training should
be sufﬁciently large to cover parameter variation in problem
domain. Before the data can be used for training it should be
properly pre-processed (including noise removal, data trans-
formation etc.). Balancing data is also needed to prevent the
network from being biased to the over-represented classes. In some
cases, to expand the size of database, data enrichment is needed.
Normalisation (scaling) of data is essential to prevent larger
numbers to override smaller ones and to prevent premature satu-
ration of hidden nodes. Appropriate convergence criteria and
number of training cycles must be applied for training procedure.
Determination of appropriate number of hidden layers and number
of hidden nodes in each layer is one of the most critical tasks in
ANN design. In most prediction models, one hidden layer is sufﬁ-
cient for modelling. Generally, ANN limitations include lack of clear
rules or ﬁxed guidelines for optimal ANN model design, lack of
physical concepts and relations and lack of quality and quantity of
the training data.
For emission control, artiﬁcial intelligence self-learning con-
trollers have been successfully implemented on dozen large scale
power plants in Europe, USA and Asia. They have shown their
effectiveness on CO and NOx emissions minimisation up to 40% [43]
and power plant performance improvement. In similar artiﬁcial
intelligence controller cases, combustion optimisation adjusts the
fuel and air biases within the furnace to improve the combustion
process, thereby controlling emissions. Successful NOx formation
reduction can be achieved by changing load dependant burners
input variables (secondary and tertiary air on burner layers) [44].
The NOxeCO trade-off is looked after by adjusting the air dampers,
mainly along the “vertical” boiler axis, adjusting primary, second-
ary and, if available, tertiary air in conjunction with the excess
oxygen control. This model-based boiler optimisation system pre-
dicts future outputs based on the past and calculated future values
of the input variables [33].
Negative effect of NOx control on power generation efﬁciency
consists mainly of an increase of auxiliary power consumption for
fans and pumps to drive the pollution control devices (mostly
related with secondary NOx reduction measures), etc. The effect on
net energy efﬁciency is up to 2% for coal-ﬁred power plants (wet
scrubber, SCR and combustion modiﬁcation). In some cases there is
also an effect on gross efﬁciency of at most 1% due to loss of boiler
efﬁciency or additional fuel consumption [45].
In other “state of art” cases, CO values are estimated in depen-
dence of numerically generated optical analysis. These estimated
CO are further used to create more stable and faster closed loop
control of air ﬂow [46]. With the help of the measured velocity
distribution not only the coal mass ﬂow can be calculated but also
the mass ﬂow of the gas (air) ﬂow since the smallest particles have
a very high level of entrainment and follow the transporting gas
with little slip. Thus, the air-fuel ratio can be directly determined
[47]. Most of these low-cost emission and efﬁciency controlsystems have been successfully demonstrated and employed in
several plants, but they are still facing difﬁculties regarding main-
tenance during operating life of the plant and sensitivity to the type
of coal used and problems with auxiliary material (ammonia, urea,
limestone, gypsum) [48].
In this work, methodology for development of Artiﬁcial Intelli-
gence System based combustion control and optimisation system is
divided into two stages. In the ﬁrst stage, the relation between NOx
emissions and various operational parameters of the boiler will be
modelled. Afterwards, operational parameters for low NOx com-
bustion are optimised. Optimisation is devised through self-
learning optimisation algorithms that are used to ﬁnd optimal set
of process parameter during power plant operation in order to
minimise NOx formation and increase efﬁciency. Optimal set of
process parameters will be used to deﬁne correction factors for
conventional air ﬂow control. Effect of correction factor imple-
mentation on combustion process will be analysed through simu-
lation of combustion process. Process simulation will be based on
combustion process parameter and emission prediction model.
3. Process parameter and emission prediction modelling
For process parameter and emission prediction modelling,
model derived from previous work described in Ref. [35] has been
used. Data for learning algorithm were extracted from minute
based ﬁeld measurements at the 650 MWe coal ﬁred thermal po-
wer plant. Data was collected in several measuring campaigns
comprising following measurements/analyses: coal mass ﬂow to
the mill at the conveyer belt and coal feeder; grinding ﬁneness for
each dust line and mill; gas phase velocity in all dust lines, tem-
perature in all dust lines; pressure drop in all dust lines; laboratory
analyses of raw lignite (heating value, moisture and ash content);
laboratory analyses of lignite dust (ﬁneness of grinding and mois-
ture content); fuel (coal þ heavy oil), burning air and ﬂue gases
ﬂows; ﬂue gases analyses at adequate sampling points O2, CO2, CO,
NO2eq; temperatures of the thermical agents: ﬂue gases (at the end
of the combustion chamber and in the gas sampling points), feed
water, primary and secondary steam and air temperature after air
preheater. The respective unit operating data were recorded at the
unit control system during the test. All data were recorded on a
minute base in a correspondence with relevant international
standards for this type of measurements.
The uncertainty of an overall test results is dependant upon the
collective inﬂuence of the uncertainties of the data used in deter-
mining the test result and can be calculated according to the
American National Standard ANSI/ASME PTC 6 report. Un-
certainties can be divided in several groups regarding measure-
ment physical quantity (electrical power, throttle ﬂow, reheat ﬂow,
throttle pressure and throttle temperature). Eachmeasurement has
different uncertainty ratio and different effect on the total heat rate.
The averaged total uncertainty of the measurements used in this
research can be calculated at the level of 1.3% for used measure-
ment techniques and sophisticated measurement equipment that
was used in data collection.
Data preprocessing has been carried out regardingmethodology
described in Ref. [35] and erroneous data (called “outliers”) has
been removed from neuro-fuzzy training data. For devising process
parameter and emission prediction model, Mamdani model [49]
with Gauss membership functions [50] has been used. Prediction
model has been devised in MATLAB programming tool. ANFIS
process parameter prediction model have shown good correlation
with real process parameters [35]. Some modelling results are
showed in Figs. 2 and 3.
Air ﬂow on high TPP loads is high due to nature of combustion
process. Increase of the air ﬂow on lower loads results in higher
Fig. 2. Calculated approximations of total air ﬂow in dependence of Unit load and O2 content in ﬂue gasses as input values [35].
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increase, NOx emission values declines. On the same TPP output,
with air ﬂow increase, the NOx emission rises (Fig. 3).
After introducing approximation models, actual control maps
for combustion control have been generated (Fig. 4).
4. System optimisation method
Sets of different measurements from coal ﬁred TPP unit (in
further text Unit) have been used for creating a self-learning
controller that allows on-line plant process optimisation. NOx
emissions and all related parameters in operating regimes have
been collected in correlation with Unit output. For single Unit
output (P) value and corresponding coal lower heating value (LHV),
NOx values data from previous operational regimes are collected
and compared to ﬁnd optimal process parameter values settings
(burner load, secondary and tertiary air ﬂows.) where lowest NOx
emission or/and highest efﬁciency occurs. Because optimal process
parameters values settings have been found from already existing
database, therefore is also a possibility to ﬁnd “new” optimal pro-
cess parameters values settings during power plant operation
(from operating regime that has not already been in database). ThisFig. 3. NOx emission approximations in depencan be done by process parameters variation or simply during
thermal power plant operation. When a better process parameter
settings are found (from the standpoint of NOx emission or/and
efﬁciency), than algorithm automatically sets these new settings as
optimal. This process can be called “controller training”. Fig. 5
shows ﬂow chart for self-learning controller utilisation. Optimisa-
tion method has been conducted in MATLAB programming tool.
Coal heating value and composition is calculated regarding speci-
ﬁcations given by coal provider.
Fuel heating value has been taken as constant (based on main
guarantied design parameters of the coal). The lower heat capacity
value of the fuel is 6.699 MJ/kg, the moisture content is 47.8%, the
ash content is 19% and the content of sulphur is 0.5%. In the real
power plant operation this will not be the case. Fuel with different
composition (heating value, moisture composition etc.) is used for
combustion process. Lack of coal quality homogenization can cause
problems from the point of combustion optimisation. Only small
divergence of the coal quality parameters (within the range of5%)
enables the optimization of the combustion process in the furnaces.
However, due to the lack of homogenization, i.e. the equalization of
the coal quality, the lower heat capacity of the coal supplied to the
unit can range from 5 to 9 MJ/kg.dence of TPP load and total air ﬂow [35].
Fig. 4. Actual control maps for air ﬂow control.
Fig. 5. Flow chart for self-learning controller utilisation.
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enables on-line plant process optimisation all related operating
parameters from Unit’s operation are collected and compared. The
operating regimes with minimum NOx emissions (red squares, in
web version) regarding rated output (blue squares, in web version)
are shown on Fig. 6. From these operating regimes, all operating
parameter data settings have been extrapolated. These operating
settings will be used as reference to create load depending
correction coefﬁcients in conventional control of total, secondary
and tertiary air, as well as coal feeder load. Correction coefﬁcients
could be implemented in conventional air ﬂow control scheme as
showed in Fig. 1 and they will be limited to10% in case of total air
ﬂow and 5% in case of secondary, tertiary air ﬂow and coal feeder
load. The reason behind this limitation is to preserve stable Unit
operation controlled by implemented automation system.
5. Results
Results of advanced combustion optimisation implementation
on combustion process have been analysed using developed pro-
cess approximation model. Simulation of coal combustion process
in dedicated TPP has been conducted in MATLAB/Simulink
simulation tool. Data from 24, 48, 72 and 96 Unit operation hours
have been collected to train 24 h, 48 h 72 h and 96 h trained
advanced, self-learning e artiﬁcially intelligence system based
controller. Simulation results for 96 h power plant operation have
been shown in Fig. 7.
With introduction of 24 h trained advanced controller
(advanced optimisation), simulation shows that the NOx formation
rate could be reduced. Due to NOx formation reduction, a total of
58.68 g of NOx could be reduced during daily power plant operation
(reduction of 0.42%). After introduction of advanced controller that
has been trained for 48 h, NOx emissions could be reduced for
127.15 g (0.91%). Advanced controller that has been trained for 76 h
has shown better results regarding NOx reduction than 24 and 48 h
trained advanced controller. 76 h trained advanced controller could
reduce NOx emissions for 135.53 g (0.97%). Fig. 8 shows that
maximum NOx values could be reduced from 410 ppm to 400 ppm
(2.44%). 96 h trained advanced controller could reduce NOx
Fig. 6. Example of 48 h advanced controller training procedure.
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type of advanced optimisation has potential in terms of NOx min-
imisation and efﬁciency increase.
Due to methodology that has been implemented in this
research, the accuracy of the determination of NOx reduction and
efﬁciency increase can be compared with the uncertainty of mea-
surement test with addition of ANFIS prediction error values that
can be found in Ref. [35]. Average determination error of NOx
reduction and efﬁciency increase is 4.25%.
Over-learning of controller occurs when total reduction of NOx
emissions stops declining or even NOx emissions starts to increase
[51]. When this occurs, the NOx values on the training set are driven
to theirs minimum values, but when new data is presented to the
model, the emissions become larger [52]. In our case, NOx emission
reduction after 48 h of training started to stagnate. After 72 h of
training, NOx emission reduction started to decline. This means that
advanced controller is on the edge of over-learning phenomena and
it is advisable not to go further with training process. Because ofFig. 7. Simulation results of average estimated NOx reduction and efﬁciency increase
during 96 h of power plant operation after advanced controller implementation (with
correction coefﬁcients).this reasons, the controller that has been trained for 72 h will be
used for further optimisation analysis.
With advanced control concept (with correction coefﬁcients)
implementation into conventional air ﬂow control scheme, the NOx
emissions have been reduced (Fig. 8). NOx emissions are now raging
from 310 to 400 ppm.
In analysed thermal power plant combustion is performed
through 8 burners. Each burner is equipped with separately
controlled coal feeder (CF). Results of Unit simulation show that
advanced controller generally decreases coal feeder load. Less fuel
is needed to generate the same output. Except fuel quantity, the
distribution of coal through coal feeders has been changed. During
24 h TPP operation coal feeder loads on burners 1,5,6,7,8 have been
decreased signiﬁcantly while coal feeder loads on burners 3 and 4
have been decreased slightly (Fig. 9).
Simultaneously with burner load changes, primary air ﬂow
values are also changed. Although coal ﬂow and air ﬂow are in
direct supervision of power plant automation system and they are
controlled according to power demand, their values are often in
non-optimal range because of linear approximation during calcu-
lation. By this we could expect some changes in air ﬂow quantity
and distribution in advanced control versus conventional air ﬂow
control. Primary air values are presented in Fig. 10. With burner
load decrease, primary air ﬂow also decreases. Even though, the air
ﬂow could be increased on some burners resulting better oxidation
process, lower combustion temperatures and higher O2 content in
ﬂue gasses. By nature of combustion process, this results in
different NOx emission production and process efﬁciency.
Although coal feeder load is signiﬁcantly decreased with
advanced control implementation, the primary air ﬂow on burners
have not been decreased accordingly. Primary air ﬂow on some
burners is even increased during some operating regimes.
This leads to conclusion that current thermal plant control uti-
lise 1.67% more fuel than needed. By this, incomplete combustion
and other unwanted combustion process effects regarding NOx
emissions and efﬁciency (higher temperature inside boiler, higher
losses etc.) could occur. By different coal and primary air distribu-
tion this effects could be reduced or minimised.
Fig. 8. Simulation results of estimated NOx emissions and Unit efﬁciency after advanced controller implementation.
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neously controls its distribution through secondary and tertiary air
ﬂow. By changing air distribution, combustion process changes.
Simulation results suggest that by introduction of advanced
controller, distribution of secondary and tertiary air ﬂow on burner
is changed. On burner 4 secondary air ﬂow is slightly increased
while tertiary air ﬂow is slightly decreased. Secondary and tertiary
air ﬂow on burner 5 are generally slightly decreased (Fig. 11).Fig. 9. Simulation results of coal feeder (CF) load befoAs stated in Section 4, correction coefﬁcients for advanced
combustion control are set in range of 5%. Coal feeder load on
burner 3 is generally lower after implementation of advanced
controller with correction coefﬁcients. Correction coefﬁcients for
coal feeder load control are mostly set on 5% (Fig. 12). In some
cases, they are higher than zero which means that coal feeder load
on burner 3 is higher (more coal is distributed to burner) after
implementation of advanced controller. Correction coefﬁcients forre and after advanced controller implementation.
Fig. 10. Simulation results of primary air ﬂow before and after advanced controller implementation.
R. Mikulandric et al. / Energy 57 (2013) 55e6562secondary air on burner 3 are generally higher than zero and for
tertiary air are generally lower than zero.
Most important parameters in NOx formation process is fuel and
air quantity. By decreasing fuel ﬂow or increasing air ﬂow, com-
bustion temperature decreases which results in NOx formation
decrease. With higher air ﬂow rate, the turbulence of combustion
is also increased which results in better fuel-air mixing during
combustion and reduces necessity for higher excess air. Higher
quantities of air introduce additional nitrogen from air. Air is theFig. 11. Simulation results of secondary and tertiary air ﬂow (right) on bumain source of nitrogen in NOx formation process during com-
bustion. By changing air ﬂow quantities and distribution in com-
bustion process, NOx formation rate is changed. NOx formation
reduction can be occurred in combustion zones where extreme
high temperatures have been avoided [44].
By changing fuel and air ﬂow, total process efﬁciency varies. As
shown on Fig. 11, total (electric) Unit efﬁciency with current control
is 35.76% through 48 h of operation. Simulation suggests that by
advanced process control introduction, total Unit’s efﬁciency rises.rners 4 and 5 before and after advanced controller implementation.
Fig. 12. Simulation results of advanced control operation on burner 3.
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Total efﬁciency of coal ﬁred thermal power plant during 48 h
operation has risen for 1.39% in average.
Similar to Figs. 2e4, values of air ﬂows and coal feeder loads in
dependence of boiler thermal load have been calculated using
ANFIS and control maps for advanced combustion control have
been generated (Fig. 13).
The great effect on efﬁciency improvement is done by fuel ﬂow
reduction, especially on lower power plant loads. This could be
result of poor power plant combustion process optimisation on
lower loads. Poorly deﬁned parameters for PI control on lower loads
could also contribute to efﬁciency decrease.Fig. 13. Control maps for adAdding to much air to boiler could cause combustion tempera-
ture decrease and contribute to lower power plant efﬁciency.
Simultaneously by combustion temperature decrease, NOx forma-
tion rate is also decreasing. Therefore, it is necessary to ﬁnd optimal
fuel/air ratio. Air distribution affects more on NOx formation
decrease due to different combustion temperature proﬁle.
Unit efﬁciency has been calculated regarding Unit electric
output and total fuel consumption. Lower fuel heating value has
been taken as constant (calculated regarding speciﬁcations given
by coal provider). In the real power plant operation this will not be
the case. Fuel with different composure (heating value, moisture
composition etc.) is used for combustion process. Taking fuel withvanced air ﬂow control.
R. Mikulandric et al. / Energy 57 (2013) 55e6564lower (or higher) heating value will lead to higher (or lower) fuel
consumption in order to preserve the same Unit output. This
phenomenon has not been taken into consideration due to lack of
minute based fuel composition measurements. Other process pa-
rameters such as primary, secondary and tertiary air temperature
and combustion temperature proﬁles should also be taken into
consideration to make optimisation more precise. Thus, lack of
detailed process parameters measurements (fuel heating value) for
process parameter approximation and process optimisation could
lead tomisleading results and conclusions regarding Unit efﬁciency
calculations.
6. Conclusion
This paper has analysed the possibilities of improvement of
existing Western Balkan Countries coal ﬁred thermal power plants
performance by control systems modiﬁcations, particularly those
based on artiﬁcial intelligence, in order to increase plant efﬁciency
and to lower pollutants emissions. As one of primary measures,
combustion control could be the most effective way to reduce
emissions in existing thermal power plants. For the purpose of
highly nonlinear coal combustionmodelling and process parameter
approximation, the adaptive neuro-fuzzy algorithms can be used.
Data collected during power plant operation in correlation with
process approximation model can be used for creating a self-
learning controller that allows on-line plant process optimisation.
During power plant operation, effects of self-learning controller on
combustion process optimisation could be improved with addi-
tional data analysis. Simulation suggests that by different fuel and
air distribution, NOx formation could be decreased. Implementation
of developed self-learning controller for combustion optimisation
shows potential in terms of NOx minimisation. Paper results should
be analysed during real time thermal power plant operation in
order to make further conclusions. Effects of additional process
parameter data implementation in approximation and optimisa-
tion model as well as effects of controller learning process and
“over learning” phenomenon on could be further investigated.
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